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Chapter 35 
Referenced Standards 
 
� Add: Subterranean Spaces……………………………………….202, 405.1, 423.3 to 

the Referenced Standards under NFPA 520-99. (posted January 3, 2008) 
 
� Add: All Ch. 35 ASME and NFPA Referenced Standards Including A90.1-02, 

B16.18-2001, B16.22-2001, B20.1-1996, B31.3-2002 for clarity.  These referenced 
standards are in addition to those referenced in the 2006 IBC.  (posted January 3, 
2008) 

 
 

 
ASME 

 
 
 
American Society of Mechanical Engineers 
Three Park Avenue 
New York, NY   

Standard 
Reference 
Number 

                                                                                                                                                                             Referenced                     
                                                                                                                                                                                    in code

                                                                                                                                                                       section 
Title                                                                                                                                                                             number 

A17.1-04 
 
 
 
A17.2.2-98 
 
A17.2.3-00 
 
A17.3-02 
 
A17.4-99 
 
A17.5-96 
 
A18.1-03 
 
 
A112.18.19.8M-1987 
 
 
A112.19.17-2002 
 
 
B16.18-2001 
 
B16.22-2001  
 
B20.1-98  
 
B31.3-2002 

Safety Code for Elevators and Escalators In its entirety with   the exception of rules…………………..…... 2.2.4.3, 2.19.2, 
          2.19.3.2(A)(3), 2.26.2.33, 2.27.3.2.6, 2.27.3.3.7, 3.17.3, 3.26.10, 6.1.3.3.9, and .6.5.8.B,1007.4, 1607.8.1, 3001.4,  
                                                            3002.5, 3002.8.1, 3003.2, 3009.2, 3009.2.1, 3009.2.2, 3009.2.3, 3011.3, 3409.8.2 
 
Inspectors Manual for  Hydraulic Elevators…………….…………………………………………………….……………..3001.2 
 
Inspectors Manual for Escalators and Moving Walks…………..…….…………3001.2, 3003.2,3009.2, 3009.2.1,  3009.2.2                                                       
 
Safety Code for Existing Elevators and  Escalators……………………….………………..……………………….…….3001.2 
 
Guide for Emergency Personnel……………………………………………….…………………………………………….3001.2 
 
Elevator and Escalator Electrical Equipment………… ……………………….……….………………… ………………3001.2 
 
Safety Standard for Platform Lifts and Stairway Chairlifts in  its entirety with the exception of rules 5.7.1 and  
10.1.2.1………………………………………………………………………….…….1109.7, 2702.6, 3001.2, 3010.1,  3409.8.3 
 
Suction Fittings for Use in Swimming Pools, Wading Pools, Spas, Hot Tubs and 
                        Whirlpool Bathing Appliances………………………………………………………….…………………3109.5.1 
 
Manufactured Safety Vacuum Release Systems (SVRS) for Residential and 
                        Commercial Swimming Pool, Spa, Hot Tub and Wading Pool……………………………………….3109.5.2 
 
Cast Copper Alloy Solder Joint Pressure Fittings………………..…….………………………………….……………..909.13.1 
 
Wrought Copper and Copper Alloy Solder Joint Pressure Fittings………………………….……….…………………909.13.1 
 
Safety Standards for Conveyors and related Equipment……………………………….……..…………………3001.2, 3005.3 
 
Process Piping………………………………………………………………………….………….………………………..415.8.6.1 
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11-02 
 
12-00 
 
12A-04 
 
13-02 
 
13D-02 
 
13R-02 
 
 
14-03 
 
16-03 
 
17-02 
 
17A.02 
 
24-02 
 
30-03 
 
31.01 
 
32-00 
 
40-01 
 
54-06 
 
58-04       
 
61.99 
 
70-05 
 
 
72-02 
 
 
 
80-99 
 
85-04 
 
 
90A-99 
 
90B-99 
 
92B-05 
 
101-00 
 
105-03 
 
110-02 
 
111-01 
 

Low Expansion Foam…………………………………………………………………………………………………………904.7 
 
Carbon Dioxide Extinguishing Systems……………………………………………………………………………….904.8,904.11 
 
Halon 1301 Fire Extinguishing Systems…………………………………………………………………………..…………..904.9 
 
Installation of Sprinkler Systems……...707.2, 903.3.1.1, 903.3.2, 903.3.5.1.1, 903.3.5.2, 904.11, 905.3.4, 907.8, 3104.5, 3104.9 
 
Installation of Sprinkler Systems in One- and Two-family Dwellings and Manufactured Homes……….…903.3.1.3, 903.3.5.1.1 
 
Installation of Sprinkler Systems in Residential Occupancies Up to and Including Four Stories 
        in Height………………………………………………………………………..….903.3.1.2, 903.3.5.1.1, 903.3.5.1.2, 903.4          
 
Installation of Standpipe and Hose Systems………………………………………………….…….905.2, 905.3.4, 905.4.2, 905.8 
 
Installation Foam-water Sprinkler and Foam-water Spray Systems…………………………………………………904.7, 904.11 
 
Dry Chemical Extinguishing Systems………………………………………………………………..………………904.6, 904.11 
 
Wet Chemical Extinguishing Systems……..…………………………………………………………………………904.5, 904.11 
 
Installation of Private Fire Service Mains and Their Appurtenances…………………………………..…………….. 913.1, 913.2 
 
Flammable and Combustible Liquids Code…………………………………………….…………………………………….415.3  
 
Installation of Oil-burning Equipment……………………………………………………………………………………..2113.15 
 
Dry Cleaning Plants……………………………………………………………………………………………..………….415.6.4 
 
Storage and Handling of Cellulose Nitrate Film………………………………………………………………………….….409.1 
 
National Fuel Gas Code………………………………………………………….………. …. …. ………...……………...415.6.3 
 

                  Liquefied Petroleum Gas Code…….. ...…………………….……………...…………………… …. ….. …………..……415.6.3 

                  Prevention of Fires and Dust Explosions in Agriculture and Food Product Facilities……….…………………………….415.6.1 
                                               
                  National Electric Code……………...………….101.4.1, 107.3, 414.5.4, 415.8.2.8.1, 904.3.1, 907.5, 909.11, 909.12.1, 909.16.3,  

                                                                                                                                                1205.4.1,   1405.10.4, 2701.1, 3401.3 
 
National Fire Alarm Code……………………………………………………………….901.6, 903.4.1, 904.3.5, 907.2, 907.2.1.1 
                                                                     907.2.10, 907.2.10.4, 907.2.11.2, 907.2.11.3, 907.2.12.2.3, 907.2.12.3, 907.4, 907.5,  
                                                                                                                    907.9.2, 907.10, 907.14, 907.16, 907.17, 911.1, 3006.5 

        
                  Fire Doors and Fire Windows…………………………………508.2.2.1, 715.4, 715.4.5, 715.4.6.1, 715.4.7.2, 715.5, 1008.1.3.3 

                  Boiler and Combustion System Hazards Code………………………….…………………………………………………..415.6.1                      
                     (Note:  NFPA 8503 has been incorporated into NFPA 85) 

                  Installation of Air-Conditioning and Ventilating Systems …………………………...……………………………………..1203.6 

                  Installation of Warm Air Heating and Air-Conditioning Systems …..……………………………………………………...1203.6 

                  Smoke Management Systems in Malls, Atria and Large Spaces………….………………………………………………….909.8   

                  Life Safety Code….…….…………..…...………………………………………………………......115.1, 115.2, 407.1, 1025.6.2 

                  Standard for the Installation of Smoke Door Assemblies…………………………………………..405.4.2, 715.4.3.1, 909.20.4.1   

                  Emergency and Standby Power Systems…………………………………………………………………………………….2702.1   

                  Stored Electrical Enery Emergency and Standby Power Systems……………………………………………………..……2702.1       

NFPA 
National Fire Protection Association  
1 Batterymarch Park  
Quincy MA 02269-9101 

Standard  
Reference  
Number 

 
 

Title 

                                                   
Referenced  

                                                          in 
code  
                                             section 
number 
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120-99 
 
211-03 
 
230-03 
 
252-03 
 
253-00 
 
 
257-00 
 
259-04 
 
265-02 
 
 
268-01 
 
 
285-98 
 
 
286-00 
 
 
288-01 
 
 
303-00 
 
409-01 
 
418-01 
 
651-98 
 
654-00 
 
 
655-01 
 
664.02 
 
701.99 
 
 
704.01 
 
484-02 
 
520-99 
 
1124-03 
 
2001-04 

                  Coal Preparation Plants………………………………………….………………………………………………………….416.6.1     
                    
                  Chimneys, Fireplaces, Vents and Solid Fuel-burning Appliances……………………………………………………….…2112.5   

                  Standard for the Fire Protection of Storage…………………………………………………………………………………..507.3 

                  Standard Methods of Fire Tests of Door Assemblies………………………………….715.3, 715.4.1, 715.4.2, 715.4.3, 715.4.4.1 

                  Test for Critical Radiant Flux of Floor Covering Systems Using a Radian 
                      Heat Energy Source……………………………………………………………..……402.11.1, 406.6.4, 421.7.1,  804.2, 804.3 

                  Standard for Fire Test for Window and Glass Block Assemblies……………715.3, 715.4.3.2, 715.5, 715.5.1, 715.5.2, 715.5.8.1  

                  Test Method for Potential Heat of Building Materials………………………………………………………2603.4.1.10, 2603.5.3  

                  Method of Fire Tests for Evaluating Room Fire Growth Contribution of Textile 
                      Wall Coverings on Full Height Panels and Walls……………………………………………….………..….803.6.2, 803.6.2.1  

                  Standard  Test Method for Determining  Ignitibility of Exterior Wall Assemblies Using a Radiant  
                      Heat Energy Source……………………………………………………………..…1406.2.1, 1406.2.1.1, 1406.2.1.2, 2603.5.7    

                  Standard Method of Test for the Evaluation of Flammability Characteristics of Exterior 
                   Nonload-bearing Wall Assemblies Containing Combustible Components………………………………...1407.10.4, 2603.5.5   

                  Standard Method of Fire Test for Evaluating Contribution of Wall and Ceiling Interior 
                      Finish to Room Fire Growth……..………………………………….402.15.4, 803.2, 803.2.1, 803.5, 803.6.3,  2603.4, 2603.9 
                     
                  Standard Methods of Fire Tests of Floor Fire Door Assemblies in Fire-resistance-rated 
                       Floor Systems………………………………………………………………………………………………….711.8, 712.4.1.5  
                   
                  Fire Protection Standards for Marinas and Boatyards…………………………………………………………………..…905.3.7  

                  Aircraft Hangars………………………………………………………….……………………………………….412.2.6, 412.4.5          

                  Standard for Heliports…………………………………………………………………………………………………...…412.5.5   

                  Machining and Finishing of Aluminum and the Production and Handling of Aluminum Powders……………………….415.6.1    
         

                  Prevention of Fire and Dust Explosions from the Manufacturing, Processing and Handling of  
                      Combustible Particulate Solids…………………………………………………………………………………………..415.6.1    

                  Prevention of Sulfur Fires and Explosions………………………………………………………………………………....415.6.1 
                   
                  Prevention of Fires Explosions in Wood Processing and Woodworking Facilities…………..……………………………415.6.1    
                   
                  Standard Methods of Fire Tests for Flame-propagation of Textiles and Films……………………..,………….402.11.1, 410.3.6,  
                                                                                                                801.1.2, 806.1, 806.1.2, 806.2, 3102.3, 3102.3.1, 3102.6.1.1, 3105.4  

                  Standard System for the Identification of the Hazards of Materials for Emergency Response…………………….414.7.2, 415.2  
                   
                  Combustible Metals, Metal Powders, and Metal Dusts………………….………………………………………………...415.6.1 

                  Subterranean Spaces……………………..………………………………………………………………………202, 405.1, 423.3 

                  Manufacture, Transportation, and Storage of Fireworks and Pyrotechnic Articles………………………………………..415.3.1  

                  Clean Agent Fire Extinguishing Systems…………………………………………………………………………………..904.10  

 
 


